
NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

	

Form Approved

DISCHARGE MONITORING REPORT {DMR)

	

OMB No. 2040-0004

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10 ' 10" N./Long:123°33'7"W

ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

.

Water Temperature
Effluent 00010 1 0 0

Sample
Measurement

«««««« ,«.*.. ....« 5.3 9.9
Deg.C

0 Daily Grab

Permit Requirement ***"*" Report Report ****** 51Week Grab

Water Temperature
Influent 00070 7 0 0

Sample
Measurement

5.3 9.8
D C

0 Daily Grab

Permit Requirement ""***" Report Report
eg.

5/Week Grab

Flow Rate
Effluent 00056 1 0 0

Sample
Measurement

4.6 6.4

CFS

0 Continous Recording

Permit Requirement Report Report *'•"" "'`*' .*,,-»* Continous Recording

Flow Rate
Influent 00056 7 0 0

Sample
Measurement

27.8 34.1

CFS

*•«'*• '"*'°* « 0 Continous Recording

Permit Requirement Report Report *****" '"'"' Continous Recording

Turbidity
influent 00070 7 0 0

Sample
Measurement 1368.6 >4000 0 Continous Recording

Permit Requirement "'*""" '''"' Report Report
NTU

Continous Recording

Total Suspended Solids
Daily Average Influent Turbidity > 50 NTU

Influent 00750 P 0 0
See Comments Below

Sample
Measurement

198,760 529,136
Lb/Day

****** 1300.1 2878.0 0 Daily
24-Hr

Composite

Permit Requirement Report Soo 1.6.3 & 1.13.4 Report Report
mglL

.m* Daily
24-Hr

Composite

Dissolved Oxygen
Influent 00300 7 0 0

Sample
Measurement

«.«.,. «.. ...... 15.4 17.9
L

0 Daily Grab

Permit Requirement *""'"" "'"""" ""''" Report Report
mgl

****** 1/Month Grab

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER 1 eurlifp °ndcr rennin, of la+r mat this documuu Mal all attachments were prepared under rn
ddCCIlo31 er su p ervision in accordance aith a ststent desi g it.1 tU 115 S nR Mal tam hfi e d pe r Sn n nel
propcrlp amber and n :dude the information submitted Based on my inquiry of the person or

persons who manage Inc system , or Ihosc persons directly responsible for gathering the
infonnatien the information submitted is. to the best Clint lulowledge Hid belief True. aceumle.

aria compmm. I am m+nre that mere ere significant penahies for submitting faire inr rlnadnn_
including dm tamability of Min Ind imprisonment for lmoaing violations

\ TELEPHONE DATE
Tom Hubbard

503 582-9655 2014 3 4

SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR
Area Code Number Year Mo DayTYPED OR PRINTED

AUTHORIZED AGENT

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

EPA Form 3320-1 IRev.01106I Previous editions may be used,
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WA-0026662

	

«001 A

PERMIT NUMBER

	

DISCHARGE NUMBER

MONITORING PERIOD

Minor (SUBR SW) F-Final
Sliurry Discharge Effluent

Sedimentation Plant
(non-wastewater) MAR 1 0 2044

MoFrom MGYearYear
To

Day Day

2014 2014 2

	

28



WA-0026662 *001 A

PERMIT NUMBER DISCHARGE NUMBER

Sedimentation Plant

(non-wastewater)

MAR I 0 7 ^I

2014

	

2

	

1

	

2014

	

2

	

28

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

	

Form Approved

DISCHARGE MONITORING REPORT (DMR) OMB No. 2040-0004

MONITORING PERIOD

From Year Mo Day

	

To

	

Year Mo Day

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A

PORT ANGELES, WA. 98362-3613
FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River! Lat: 48°10'10"N./Long:123°33'7' W

ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. EX FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

BOD, 5-Day
Effluent 00310 1 0 0

Sample
Measurement

...*.* *.*... ****.. 1.0 1 A
mglL

0 II Month Comp

Permit Requirement AAA Report Report ***** 11 Month
24- Hr

Composite
A.-RR ""^

PH
Effluent 00400 1 0 0

Sample
Measurement

AA	 *AA. 7.6 7.9
SU

0 Daily Grab

Permit Requirement AAA,
"`*"* *'*'*• 6.5 - 8.5 8.5 ****** 5/Week Grab

PH
Influent 00400 7 0 0

Sample
Measurement

****** *.*.** ,A,-,,A 7.6 7.9
SU

D Daily Grab

Permit Requirement *****• 6.5-8,5 8.5 *•*"** tiWeek Grab

Total Alkalinity (As CAC03)
Effluent 00410 1 0 0

Sample
Measurement

....
*s

,.*

*+++++
47.1 55.0

mglL as
CaCo0

0 Daily Comp

Permit Requirement ...... " '" *****• Report Report
k.****

1/Month 24-Hr Comp

Total Solids Suspended
Effluent 00530 0 0 0

Daily Average influent Turbidity > 50 NTU
See Comments Below

Sample
Measurement

212,313 669,043

Lb/Day

AAA 8,532.9 19,080.0
mglL

0 Daily 24-Hr Comp

Permit Requirement 975,853 3,286,341 ****** Report Report
,*,**

Daily
24- Hr

Composite
Total Suspended Solids

Effluent 00530 P 0 0
Daily Average Influent Turbidity < 50 NTU

See Comments Below

Sample
Measurement

0 0
MC-FS
River

AAA 0.00 0.00

mglL

.

0
See attached data

report
Comp

Permit Requirement Report 22 ,,*	 R. Report Report ****** Daily
24- Hr

Composite
NAME/TITLE PRINCIPAL EXECUTIVE OFFICER I emir nod, pto,^,hy „r Ian tha t this document and all attachments -.ere prepared under my-

di rec ti on or superv i s i on i n accor dance ^r ilL a sys t nm d es igned to a%srre tha t rl na tir e d personn u
properly gather and ...ablate the infomtation submitted. Based on my inquiry of die person or

persons rvflo 3uouage the syslcm. or those persons directly responsible for gathering the
iof rmation _ the information smbmiued is to [Ito best of my knootledge and'R10-.1m, ^zc 00,

an d comp l e t e, 1 am aware t h a t th ere are s i gn if icant pena l t i es f or su b m i tt i ng f a l se i n f ormat ion.
indoding the possitilily of floc rid Imprisomnent for knmving r-iolalions

^^..

^^ .

	

TELEPHONE DATE
Torn Hubbard 503 582-9655 2014 3 4

AREA Code NUMBER Year NIo Dayy
SIGNATURE OF PRINCIPAL EXECUTIVE OFFICER OR

AUTHORIZED AGENTOR PRINTED

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. influent From River Turbidity >50 NTU: P = Daily Avg. From River Turbudity <50

EPA Form 3320-1 IRev.011061 Previous editions may be used.
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NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)
DISCHARGE MONITORING REPORT (DMR)

PERMITTEE NAME/ADDRESS
NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION:

	

Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W
ATTN:

	

DAVID F ADKINS, USER CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO . EX FREQUENCY OF

ANALYSIS
SAMPLE

TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

Total Suspended Solids
Influent 00530 7 0 0

D a il y Average In fluent Turbidity sZ 50 NTU
See Comments Below

Sample
Measurement

0.0 0.0 LblCFS
River

"•"•*" 0.00 0.00
mglL

0 Day of Discharge Comp

Permit Requirement Report Report *****' Report Report ****** Daily
24-Hr

Composite

Settleable Solids
Effluent 00545 1 0 0

Sample
Measurement

...... ...,** ...... 35.0 35.0
m11L

0 I/Month Comp

Permit Requirement **++.. **^***
'"" •" Report Report

*+^

	

*
IlManth

24-Hr
Composite

Settleable Solids
Influent 00545 7 0 0

Sample
Measurement

...... .**.. 1.3 1.3

mllL

0 11Momn Comp

Permit Requirement "'*" Report Report tlMonth
24-Hr

Composite

Aluminum, Total (As AL)
Effluent 01105 1 0 0

Sample
Measurement

19.5 544.8

I blDay

****** 23 23
m glL

0 11Month Comp

Permit Requirement Report Report ****•* Report Report ***es,* I/Month
24-Hr

Composite

Aluminum, Total (As AL)
Influent 01105 7 0 0

Sample
Measurement

58.7 1642.8
lb/Day

**'*** 12.0 12.0
m gJL

0 1lMonth Comp

Permit Requirement Report Report ...... Report Report *ea*** 1fMonth
24-Hr

Composite

Fecal Coliform
Effluent 316251 0 0

Sample
Measurement

	 * . i	 ...... 5 6

#1100 ML

0 torMOntn Grab

Permit Requirement ****** *"'* **"** Report Report
## * # **

101 Month Grab

Fecal Coliform
Influent 31625 7 0 0

Sample
Measurement

.* ...... 3 5

#1100 ML

0 101MOnth Grab

Permit Requirement *****' ****** ****** Report Report ****** for'
-

NAMEITITLE PRINCIPAL EXECUTIVE OFFICER tcenifyunderpenalty oflaethat tLisdautinncntandallattaclummsire,.

direction or stipen !Ron in accordance uuh a srstem
properly gather and curlicue the information submitted.

persons uho manage the system or 'hose persons

''r-''"°"
me inr rmmimt sabnrnted is_ m me best

and complete I am au am that More arc significant
including the passibility of fine and imprisonment

prepared tinder my
designed to assure Char qualified personnel

Based on my inquiry of the person OT

directly responsible for gathering the

TELEPHONE DATE

Tom Hubbard 503 582-9655 2014 3 4

SIGNATURE OF PRINCIPAL EXECUTI ' OFFICER OR
AUTHORIZED AGENT AREA Code NUMBER Year Mo Day

army I

	

ledge and heher, tree, acetimte_
TYPED OR PRINTED penaltle5 [Or submitting false information

for knmsivg viciolent.

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

	

0 = Daily Avg. Influent From River Turbidity >50 NTU: P = Daily Avg.From River Turbudity <50

EPA Form 3320-1 (Rev.01106) Previous editions may he used.
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Form Approved

OMB No. 20400004

WA-0026662 *001 A

PERMIT NUMBER DISCHARGE NUMBER

MONITORING PERIOD
Sedimentation Plant

(non-wastewater)

To
From YearYear Mo Mo DayDay

2014 2

	

282014	 2	 1



NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM (NPDES)

DISCHARGE MONITORING REPORT (DMR)

P▪ERMITTEE NAME/ADDRESS

NAME:

	

US Department of Interior Bureau of Reclamation

ADDRESS:

	

826 E FRONT STREET, SUITE A
PORT ANGELES, WA. 98362-3613

FACILITY:

	

ELWHA WATER TREATMENT PLANT
LOCATION: Elwha River/ Lat: 48°10'10"N./Long:123°33'7"W
ATTN:

	

DAVID F ADKINS, USBR CIVIL ENG

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION
NO EX

FREQUENCY OF
ANALYSIS

SAMPLE
TYPEAverage Monthly Maximum Daily UNITS Minimum Average Monthly Maximum Daily UNITS

.

Total Dissolved Solids
Effluent 70295 1 0 0

Sample
Measurement

...... ...... ...... 104.0 104.0
mglL

0 4/Month Comp

Permit Requirement """ """ Report Report '"""" vMonth
24-Hr

Composite

Total Dissolved Solids

	

-
Influent 70295 7 0 0

Sample

Measurement
...«. ...... m... 95.0 95.0

m glL

0 4/Month Comp

Permit Requirement """" " """""" ••"*•* Report Report "•" 1/Month
24-Hr

Composite

NAME/TITLE PRINCIPAL EXECUTIVE OFFICER
I certify under penalty of law Mat lilt document and all attachments were prepared

direction or super-Oman in accordance with a system designed to assure that qualified
proper ty gnl h cr an d nu l uale t h e i n f ormat i on su b m i tte d B ase d on my i nqu i ry o

persons whomanagc the sastcnt. or !how persons directly responsible for gulhenng
information, lira information submitted is. to the best of my Imawledge and belioF

andcemnlete.lam:nu.that Mere aresignificantpenaltiesforsubmitting false
including Mc possibility offinc:ndimprisonmcntforknowing siolalens

under my
personnel

f t he person or
the ^` 1t

TELEPHONE DATE

Tom Hubbard 503 582-9655 2014 3 4
Ime.:tcamatc.
itSormation SIGNATURE OF PRINCIPAL EXECUTIVE

	

CEROR
AUTHORIZED AGENT

AREA Code NUMBER Year Mo DayTYPED OR PRINTED

COMMENTS AND EXPLANATION OF ANY VIOLATIONS (Reference all attachments here)

EPA Form 3320-1 tRev.01l061 Previous editions may he used.
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Form Approved

OM No. 2040-0004

WA-0026662 '001 A

PERMiT NUMBER DISCHARGE NUMBER

MONITORING PERIOD
Sedimentation Plant
(non-wastewater)

To
From MoYear Year MoDay Day

2014

	

2

	

1 2014

	

2

	

28



mAR I 0 2014

ELWHA_Feburary 2014 - WA-002666 .2

INFLUENT TURBIDITY ABOVE 50 NTU

Day
Influent

Turbidity - 13
Flow, Daily, Influent

flow/daily,
at outfall

3078

flow/daily
at outfall

cal

River
Flow, 1

TSS
Influent, 8

TSS Influent
Mass Calc

TSS
Effluent

5002

TSS Effluent
Mass_Calc

Mass NTE
Limit calc3000

NTU iItMGD CFS MGD CFS CFS mg/L Lbs/Day mglL LbslDay fbslday
21112014 1654 19.18 29.67 2.93 4.53 746 1988 317,937 11510 281,261 854,023
21212014 1860 18.32 28.34 2.95 4.56 692 1548 236,465 11910 293,022 620,146
2/312014 1371 18.83 29.14 2.92 4.52 634 1154 181,236 8190 199,449 425,846
214!2014 972 19.25 29.78 2.96 4.58 552 808 129,687 5535 136,639 262,683
2/512014 642 19.60 30.32 3.07 4.75 526 600 98,068 5890 150,806 187,240
2/612014 1195 18.86 29.18 2.98 4.61 487 633.5 99,650 5680 141,166 183,832
2/7/2014 439 18.93 29.30 2.99 4.63 484 446 70,428 3914 97,602 128,741
2/8/2014 354 19.39 30.00 2.96 4.58 476 489.5 79,154 3246 80,132 139,049
2/9/2014 353 19.41 30.04 3.01 4.66 484 547 88,566 3607 90,548 157,995

2/10/2014 477 19.45 30.09 4.14 6.41 594 961 155,871 6096 210,480 344,572
2/11/2014 589 19.90 30.79 2.76 4,27 646 1306 216,741 6614 152,244 488,492
211212014 >4000.0 22.05 34.11 2.99 4.63 1450 2878 529,136 19080 475,790 2,332,033
2/13/2014 2380 19.46 30.11 3.89 6.02 1200 1814 294,360 17540 569,043 1,239,892
2114/2014 2472 19.00 29.40 2.94 4.55 1400 2191 347,168 14750 361,664 1,715,203
2/15/2014 2905 18.74 29.00 2.95 4.56 1600 2803 438,132 17975 442,239 2,497,281
2/16/2014 3854 18.01 27.87 2.89 4.47 2120 2806 421,541 16740 403,478 3,286,341
2117/2014 2168 16.42 25.40 2.84 4.39 2100 2050 280,647 11060 261,963 2,377,851
2/18/2014 1862 17.84 27.60 2.83 4.38 2100 1702 253,205 11715 276,500 1,974,041
2/19/2014 1300 19.06 29.49 2.94 4.55 1880 1430 227,266 9767 239,483 1,490,117
2/20/2014 1403 18.51 28.64 2.89 4.47 1630 1367.5 211,083 7753 186,867 1,239,753
2/21/2014 1299 17.80 27.55 2.91 4.50 1430 1013 150,407 6903.3 167,539 809,150
2/22/2014 957 15.66 24.23 2.86 4.43 1280 997 130,213 4666 111,295 715,158
2123/2014 1363 15.45 23.91 2.04

	

_ 3.16 1170 736.5 94,906 3753 63,852 479,037
2/24/2014 1325 12.77 19.75 4.05 6.27 1120 729 77,609 3416 115,382 467,853
2/25/2014 1359 14.12 21.85 2.02 3.13 1420 748 88,079 6926 116,681 587,360
2/26/2014 1366 15.17 23.47 2.08 3.22 1480 641.5 81,150 5292 91,801 524,868
2127/2014 461 15.44 23.89 3.27 5.06 1570 773 99,520 3630 98,997 678,426
2/28/2014 573 16.13 24.96 2.68 4.15 1620 1242 167,069 5764 128,832 1,116,889

DAILY MAX 3,854.0 22.0 34.1 4.1 6.4 2,120.0 2,878.0 529,135.6 19,080.0 569,043.2 3,286,341.3
AVERAGE 1,368.6 18.0 27.8 3.0 4.6 1,174.7 1,300.1 198,760.5 8,532.9 212,312.7 975,852.6



RECEIVED

MAR 1 0 2014

EPA REGION 1G
OFFICE OF COMPLIANCE AND ENFORCEMENT



RECEIVED

MIAR 1 n 2014

VEOLIA
WATER

March 4, 2013

US EPA Region 10
Director, Office of Compliance & Enforcement
1200 Sixth Avenue, OCE-133
Seattle, Washington 98101

RE: NPDES # WA-002666-2, MONTHLY REPORT - February, 2013 - ELWHA
WATER TREATMENT PLANT

Attn: PCS Data Entry Team

Enclosed is the monthly Discharge Monitoring Report (DMR) for the Elwha
Water Treatment Plant (Port Angeles, WA). for the month of February, 2013.
The report is being submitted by Veolia Water North America (VWNA) Operating
Services on behalf of the US Department of Interior, Bureau of Reclamation.

Please contact me if you have any questions or comments regarding the enclosed report.

Sincerely,

Tom Hubbard
Project Manager

CC:

	

Tracy Gilchrist. NPS

Enclosures:

• DMR, February, 2014: EPA Form 3320-1 (4 pages)

• Table of values & mass limits for turbidity over 50 NTU

U.S. EPA IHEGION 10
OFFICE OF COMPLIANCE AND ENFORCEMENT

Page 1 of 1
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